[1] EXISTNG 2° X 4’ SUSPENDED CEILING SYSTEM TO REMAIN. [6] EXISTING GYP. BD. CEILNG TO REMAIN IN PLACE.
[2] EXISTING 2° X 4' LIGHT FIXTURES TO REMAIN. [7] REMOVE & SALVAGE (E) RETURN/SUPPLY GRILL FOR FUTURE
[3] REMOVE & RELOCATE (E) 1’ X 4' LIGHT FIXTURES FOR FUTURE USE. USE AS DIRECTED BY OWNER
T0 (N) LOCATION SHOWN ON DWG. A—4 [8] REMOVE & DISPOSE OF (E) DRY WALL DROP CEILING
[4] REMOVE EXISTING RECESSED DOWN LIGHT IN RECEPTION AREA.
[5] EXISTNG 1" X 4 LIGHT FIXTURES TO REMOVE. [9] EXISTING 2' X 4' SUSPENDED CEILING BE RE-INSTALLED.
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